ENERGY CONTROL FLOW CHART

Does the Equipment have
any potential for stored
energy?

No Action
Required

\

/A specific Energy Control
Procedure must be devel oped
whichidentifies ALL energy
sources and the procedures
required to Lock/Tag them out
(A copy of this procedure must
be kept with the equipment and

Kused asachecklist for LO/TO.) /

Isthereasingle No

readily identifiable
energy source?

/In the case that thereis no \
possible means to
LOCKOUT an energy
source. The equipment
must be identified in an
inventory list submitted to
the Site Safety Office. The
Safety Office will verify
that the energy source
cannot be locked out. The
Safety office will verify
and gpprove a specific
TAGOUT procedure for

ths equipment /

Can the energy
be controlled by
asinglelocking
device?

Can the energy
be controlled
by pulling out

the plug?

Follow approved Energy
Control Proceduresfor single
source LO/TO.

Does the Maintenance
Worker have exclusive
control of the plug?

610 Action Required >




